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DETAIL A

10.1-A2-1

DETAIL D

FOR CANTILEVER STRUCTURES ONLY.
¼" CAP SCREWS ASTM F-593 ~ TAP REINFORCEMENT RING
WITH 8 TOTAL EQUALLY SPACED AROUND COVER ¡

10.1-A2-1

DETAIL G

DETAIL C
POST BASE
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SECTION F
DIAGONAL STIFFENER
NOT SHOWN.

¾"ø  DRAIN HOLE
BOTTOM FLANGE ONLY

3" R. (TYP.)

9" SQUARE HOLE CENTERED THRU STIFFENERS
WITH 3" RADIUS AT CORNERS (TYP.)

CLIP É" STIFFENER PLATES
AT RADIUS (TYP.)

POST

GROUNDWIRE TERMINAL **

** SEE STD PLAN J-75.40-00
    SHEET 1 OF 2 DETAIL C FOR
    GROUND CONNECTION.

STIFFENER ¡ ¾ 
(GRIND EDGES TO FIT)

STIFFENER ¡ É

STIFFENER ¡ É 

STIFFENER ¡ É

STIFFENER ¡ É

STIFFENER ¡ ¾

POST

BEAM

POST

BEAM

STIFFENER ¡ ¾

Â"

¼"

Â"

NEMA 3R TERMINAL CABINET DETAIL
ß IF NO OTHER HAND HOLE IS WITHIN 1'-6" OF CABINET

BUSHING

SEE STD. PLAN J-75.40-00
SHEET 1 OF 2. DETAIL B FOR
PULLING GRIP OR TWO SCREW
CONNECTOR DETAIL.

¼

1'-4"(H) x 1'-0"(W) x 8"(D)
STAINLESS STEEL NEMA
3R TERMINAL CABINET

¼" GAP W/¼" THICK NYLON
BUSHING WASHER FOR 
SPACER (TYP.)

É"ø x 1½" BOLT &
WASHER (4 TYP.)
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MONOTUBE

2" DIA. TAPPED HOLE
W/ THREADED NIPPLE

¢ 6"ø HAND HOLE
  CENTERED OVER NEMA
  TERMINAL CABINET ß

END BUSHING (TYP.)

É" LOCK WASHER &
LOCK NUT (4 TYP.)
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¢ POST

2" (TYP.)

SECTION E

1½" x 1" DRAIN
SLOT (TYP.)
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"D1"+¼"ø HOLE 
FOR "D1" ANCHOR 
RODS (TYP.)
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SEE DETAIL G

¼

ROOT OPENING TO
MEET AWS 3.4

POST

CONT. BACKING ¡

BASE ¡

DETAIL H

SEE DETAIL H

ß

ß

ß

ß PLACE VENT HOLES IN CORNERS OF STIFFENER
  ¡ ¾ AS REQUIRED FOR GALVANIZING PROCESS.


